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	Building and Safety Division

125 E. College Street, Covina, CA 91723

(626) 384-5440  http://www.covinaca.gov/
COMMERCIAL 
ELECTRIC SIGN
	Information Bulletin:
23


All electrical signs shall comply with the 2013 California Building, Electrical and Energy Codes and require a permit within the City of Covina. This sheet is for information and reference only and is not a substitute for accurate drawings.
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WITH PLASTIC ANCHOR
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5 DEEP RETURN ALUMINUM

PAINTED DARK BRONZE

TUBE STAND

UL LISTED GAS CAP
ELECTRODE INSULATIN
BOOT AND GTO

INSULATING SLEEVE
90 DEGREE BENT

15 MM. NEON TUBE

1/2* EXIT CONNECTOR BODY
COMPRESSION NUT

3/4" TRIM CAP DARK BRONZ y
 WEEP HOLES

MIN. (2) 1/4” DRAIN HOLES

PER LETTER

U/L LISTED T
LABEL MARK SIGN SECTION WALL VARIES IN
ON EACH LETTER AND THICKNESS AND
TRANSFORMER ENCLOSURE. MATERIAL

PRIMARY ELECTRICAL SOURCE
(1/2” CONDUIT MINIMUM - METAL SHOWN)

«—DISCONNECT SWITCH
TO BE WITHIN SIGHT OF SIGN
(SIGN INCLUDES TRANSFORMER ENCLOSURE)

3/8” MINIMUM UL LISTED CONDUIT
& UL LISTED GTO CABLE (SECONDARY SIDE
i ONLY & TO THE NEXT SECTION LETTER)

(C)

BONDING:
(A) MACHINE BOLT FROM TRANSFORMER
TO ENCLOSURE.
(B) BONDING JUMPER FROM TRANSFORMER
TO ENCLOSURE.
(C) BONDING JUMPER {#14 AWG CU MIN) WITH APPROVED
CONNECTION DEVICE OR FATTING

NOTE: SIGN SHALL MEET THE REQUIRMENTS OF SECTION 600 OF THE 2007 CEC

SPACING TO BE MAINTAINED:

A: BETWEEN PRIMARY WIRING AND INSULATED HIGH VOLTAGE WIRING
B: BETWEEN INSULATED HIGH VOLTAGE WIRING AND DEAD METAL

OO0

: BETWEEN NEON TUBE (IF OVER 7500 VOLT CIRCUIT) AND DEAD METAL
: BETWEEN UNISULATED HIGH VOLTAGE CONDUCOTS OR CMPONENTS

(MINDPOINT-GROUND TRANSFORMER) AND DEAD METAL (GROUND)
LOW VOLTAGE CIRCUIT CONDUCTORS AND HIGH VOLTAGE
CONDUCTORS OF OPPOSITE POLARITY)

VOLTAGE A B C
1001 - 5000 172" 1/2" NONE
5001 - 10000 314" 3/4” 1/4” IF
10001 - 15000 17 1" 7500V +





 NOTE: SEAL ALL NEW WALL PENETRATIONS WITH APPROVED SEALANT





              NOTE:  SIGNS SHALL COMPLY WITH THE 2013 CALIFORNIA ELECTRICAL CODE AND ARTICLE 600





 20 AMP DEDICATED CIRCUIT








